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ARIZO DRINKING WATER SOURCE IRONMENTAL APPROVAL QUAL1 FORI Illlllllll~lllllllllllllllllllllillllilllllllllllllllHllll 
SAMPLES TO BE TAKEN AT SOURCE ONLY 0 0 0 0 0 4 1  2 4 9  

Docket # W-027bgA-05-0089 
A n t e l o p e  Lakes-wa-ker- Cempany I n c  4 3  

System ID System Name 

02/07/2006 
Sample date 

9:30 (24 hr clock) 
Sample time 
55-9021 69 

ADEQ Project Number Well ID Number 

NEW SYSTEM YES 1~ NO - 
NEW P.O.E. YES NO - 

Vl P 
Owner / Contact Person Name 

(928) 636-0684 
Owner / Contact Fax Number 

SAMPLE TYPE 
d Compliance Monitoring 

Surface Water Intake ID Number 

(928) 71 7-261 6 
Owner / Contact Person Phone Number 

Wine Glass Well (Paulden) 
SAMPLING SITE ID 

SAMPLE COLLECTION POINTAD 
Rl Point of Entry # 1 

This form is intended to be completely filled out and - ALL pages submitted together for all microbiological and chemical 
tests detailed on this form. If more than one laboratory participated in the analysis, please attach a copy of the original 
laboratory report, signed by the performing laboratory, to the back of this form. 

ALL RESULTS SHALL BE REPORTED IN MILLIGRAMS PER LITER (mg/L) UNLESS OTHERWISE SPECIFIED. 

Please note: 
The Arsenic MCL is currently 0.05 mg/L. However, on Jan. 23,2006, the Arsenic MCL will be 0.01 mg/L. 

PLEASE MAIL THIS COMPLETED FORM TO: 

ARIZONA DEPARTMENT OF ENVIRONMENTAL QUALITY 
TECHNICAL REVIEW UNIT 

11 10 W. Washington St. 
Phoenix, AZ 85007 

DRINKING WATER SECTION (5415B-2) 



17631 North 25th Avenue Phoenix, AZ 85023 

4585 S. Palo Verde Rd., Ste. 423 Tucson, AZ 85714 
P (602) 324-61 00 F (602) 324-61 01 

P (520) 327-1 234 F (520) 327-051 8 

02 March 2006 

f i u  1.. Levie 

r.u. BOX YSU 
Chino Valley, AZ 86323 

fiyIp;f+u+#tg Water Company 

RE: 2006 New Source 

Legend ID: 6021 179 

Legend Technical Services of Arizona, Inc. is pleased to provide the enclosed analytical results for the 
aforementioned project. This cover letter and the accompanying pages represent the full report for 
these analyses and should only be reproduced in full. Samples for this project were received by the 
laboratory on 02/24/06 11 :35. 

The samples were processed in accordance with the Chain of Custody document and the results 
presented relate only to the samples tested. The Chain of Custody is considered part of this report. 

All samples will be retained by LEGEND for 30 days from the date of this report and then discarded 
unless other arrangements are made. 

This entire report was reviewed and approved for release by the undersigned. 
questions concerning this report, please feel free to contact me. 

If you have any 

Sincerely, 
LEGEND TECHNICAL SERVICES OF ARIZONA, INC. 

Franklin Holly 
Client Services Representative 

This laboratory report is confidential and is intended for the sole use of LEGEND and it's client. 
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Meadows II Water Company 

I Chino Valley, AZ 86323 

Project: 2006 New Source 
Project Number: Antelope Lakes Water Re-Sample (2/24 

Project Manager: Dewey Levie 
Reported: 

03/02/06 1 6: 1 7 
-~ 

ANALYTICAL REPORT FOR SAMPLES 

Sample ID Laboratory ID Matrix Type Date Sampled Date Received 

New Source (3365 Big Chino) 6021 179-01 Drinking Water Grab 02/23/06 06:30 02/24/06 11 :35 

Case Narrative: 

Holding Times: 
QA/QC Criteria: 
Comments: 

All holding times were met unless otherwise qualified. 
All analyses met method requirements unless otherwise qualified. 
There were no problems encountered during the processing of the samples, unless otherwise n u d .  

Due to matrix (sediment in the sample), the recommended amount of HCL added in the field was 
insufficient in preserving the sample properly. 

Legend Technical Services of Arizona, Inc. 
Certifications: AZ ROO04 MN #004--999-387 AlHA #lo2982 

The results in this report apply to the samples analyzed in 
accordance with the chain of custody document. This 
analytical report must be reproduced in its entirety. 
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Analyte Result RL Units DilutionBatch Prepared Analyzed Method Notes I 
Volatile Organic Compounds 
Vinyl chloride [Chloroethene] <0.0005 0.0005 mglL 
1 ,l-Dichloroethene [1,1- 
Dichloroethylenel 
Dichloromethane [Methylene 
chloride] 
trans-l,2-Dichloroethene [trans-l,2- 
Dichloroethylenel 
cis-l,2-Dichloroethylene 
1,1,1 -Trichloroethane 
Carbon tetrachloride [ 
Tetrachloromethanel 
1,2-Dichloroethane 

Benzene 
Trichloroethene [Trichloroethylene] 

1,2-DichIoropropane 
Toluene 
1,1,2-Trichloroethane 

Tetrachloroethene 
Tetrachloroethylene] 
Chlorobenzene [Monochlorobenzene 
1 
Ethylbenzene 
m,p-Xylene 

o-Xylene 
Styrene 
1,4-Dichlorobenzene [para- 
Dichloro benzene1 
1 ,BDichlorobenzene [ortho- 
Dichlorobenzenel 
1,2,4-TrichIorobenzene 
Xylenes (total) 
Surrogate: 1,2-Dichlorobenzene-d4 
Surrogate: 4-Bromofluorobenzene 
Surrogate: Pentafluorobenzene 

<0.0005 

<0.0005 

c0.0005 

~0.0005 
c0.0005 

<0.0005 

<0.0005 
<0.0005 
<0.0005 
~0.0005 
<0.0005 
<0.0005 
<0.0005 

c0.0005 

<0.0005 
<0.0010 

<0.0005 
<0.0005 
<0.0005 

<0.0005 

<0.0005 
c0.0015 

0.0005 mglL 

0.0005 mglL 

0.0005 mglL 

0.0005 mglL 
0.0005 mglL 
0.0005 mg/L 

0.0005 mg/L 
0.0005 mglL 
0.0005 mglL 
0.0005 mg/L 
0.0005 mg/L 
0.0005 rnglL 
0.0005 rnglL 

0.0005 mglL 

0.0005 mglL 
0.0010 mglL 
0.0005 mglL 
0.0005 mglL 
0.0005 mg/L 

0.0005 mg/L 

0.0005 mglL 
0.0015 mg/L 

1 
1 

1 

1 

1 
1 
1 

1 
1 
1 
1 
1 
1 

1 

1 

1 
1 
1 
1 
1 

1 

1 
1 

8680690 02/27/06 0000 02/27/06 14:16 EPA 524.2 

8680690 02/27/06 0O:OO 02/27/06 1416 EPA 524.2 

B6B0690 02/27/06 0O:OO 02/27/06 1416 EPA 524.2 

8680690 02/27/06 0000 02/27/06 14:16 EPA 524.2 

B6B0690 02/27/06 0000 02/27/06 14:16 EPA 524.2 

8680690 02/27/06 0O:OO 02/27/06 14:16 EPA 524.2 
8680690 02/27/06 0000 02/27/06 14:16 EPA 524.2 

8680690 02/27/06 0000 02/27/06 1436 EPA 524.2 
8680690 02/27/06 0O:Oo 02/27/06 1416 EPA 524.2 
B680690 02/27/06 0000 02/27/06 1416 EPA 524.2 

8680690 02/27/06 0000 02/27/06 1416  EPA 524.2 
8680690 02/27/06 0000 02/27/06 1416 EPA 524.2 
B6B0690 02/27/06 0000 02/27/06 1416 EPA 524.2 
8680690 02/27/06 0O:OO 02/27/06 1416 EPA 524.2 

B6B0690 02/27/06 0O:OO 02/27/06 14:16 EPA 524.2 

8680690 02/27/06 0O:OO 02/27/06 1416 EPA 524.2 
8680690 02/27/06 0O:OO 02/27/06 1416 EPA 524.2 
B680690 02/27/06 0000 02/27/06 1416 EPA 524.2 
B680690 02/27/06 0O:OO 02/27/06 1416 EPA 524.2 
8680690 02/27/06 0000 02/27/06 14:16 EPA 524.2 

8680690 02/27/06 0000 02/27/06 1416 EPA 524.2 

8680690 02/27/06 0000 02/27/06 14:16 EPA 524.2 
8680690 02/27/06 0O:OO 02/27/06 14:16 EPA 524.2 

112 % 70- 130 8680690 02/27/06 02/27/06 EPA 524.2 
115% 70- 130 8680690 02/27/06 02/27/06 EPA 524.2 
110% 70- 130 8680690 02/27/06 02/27/06 EPA 524.2 

Q3 
Q3 

Q3 

Q3 

Q3 

Q3 

Q3 

Q3 
Q3 
Q3 
Q3 
Q3 

Q3 
Q3 

Q3 

Q3 
Q3 
Q3 
Q3 
Q3 

Q3 

Q3 
0 3  

Legend Technical Services of Arizona, Inc. 
Certifications: AZ #a004 MN #004--999-387 AIHA # 102982 

The results in this report apply to the samples analyzed in 
accordance with the chain of custody document. This 
analytical report must be reproduced in its entirety. 
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!k Meadows II Water Company Project: 2006 New Source 
Ir P.O. Box 350 
Chino Valley, AZ 86323 

Project Number: Antelope Lakes Water Re-Sample (2/24 
Project Manager: Dewey h i e  

Reported: 
03/02/06 16: 1 7 

I 

Volatile Organic Compounds - Quality Control 

Legend Technical Services of Arizona, Inc. 
- -~ ~- ~ 

Reporting Spike Source %REC RPD 
Analyte Result Limit Units Level Result %REC Limits RPD Limit Notes 

Batch B6B0690 - Default Prep VOC 
Prepared & Analyzed: 02/27/06 

. ~...~. ... . - ~~ ~~~ ____.____- .________ 
Blank (B6B0690-BLKl) 

. . ~ _ _ _ ~  -.--- 

Vinyl chloride 
1 ,l -Dichloroethene 
Dichloromethane 
trans-l,2-Dichloroethene 
cis-l,2-Dichloroethylene 
1,l ,I-Trichloroethane 
Carbon tetrachloride 
1,2-DichIoroethane 
Benzene 
Trichloroethene 
1 ,2-Dichloropropane 
Toluene 
1,1,2-Trichloroethane 
Tetrachloroethene 
Chlorobenzene 
Ethyl benzene 
m,p-Xylene 
o-Xylene 
Styrene 
1,4-DichIorobenzene 
1,2-Dichlorobenzene 
1,2,4-TrichIorobenzene 
Xylenes (total) 

LCS (B6B0690-BS1) 

<0.0005 
<0.0005 
~0.0005 
<0.0005 
<0.0005 
<0.0005 
<0.0005 
<0.0005 
~0.0005 
<0.0005 
<0.0005 
<0.0005 
<0.0005 
<0.0005 
<0.0005 
<0.0005 
<0.0010 
~0.0005 
<0.0005 
<0.0005 
<0.0005 
<0.0005 
<0.0015 

0.0005 mglL 
0.0005 mg/L 
0.0005 mg/L 
0.0005 mg/L 
0.0005 mg/L 
0.0005 mg/L 
0.0005 mg/L 
0.0005 mg/L 
0.0005 mg/L 
0.0005 mg/L 
0.0005 mg/L 
0.0005 mg/L 
0.0005 mg/L 
0.0005 mg/L 
0.0005 mg/L 
0.0005 mg/L 
0.0010 mglL 
0.0005 mg/L 
0.0005 mglL 
0.0005 mg/L 
0.0005 mg/L 
0.0005 mg/L 
0.0015 mg/L 

Prepared & Analyzed: 02/27/06 ______ -. ..... ~ _ _ _ _ _  
. _. .- .. . ___. 

Vinyl chloride 
1,l -Dichloroethene 
Dichloromethane 
trans-1 ,e-Dichloroethene 
cis-l,2-Dichloroethylene 
1,1,1 -Trichloroethane 
Carbon tetrachloride 
1,2-Dichloroethane 
Benzene 
Trichloroethene 
1,2-DichIoropropane 
Toluene 
1,1,2-TrichIoroethane 
Tetrachloroethene 
Chlorobenzene 
Ethyl benzene 
m,p-Xylene 
o-Xylene 
Styrene 
1,4-Dichlorobenzene 
1,2-DichIorobenzene 

0.0023 
0.0022 
0.0016 
0.0022 
0.0022 
0.0022 
0.0021 
0.0021 
0.0022 
0.0021 
0.0022 
0.0021 
0.0021 
0.0021 
0.0022 
0.0023 
0.0044 
0.0022 
0.0022 
0.0022 
0.0022 

0.0005 
0.0005 
0.0005 
0.0005 
0.0005 
0.0005 
0.0005 
0.0005 
0.0005 
0.0005 
0.0005 
0.0005 
0.0005 
0.0005 
0.0005 
0.0005 
0.001 0 
0.0005 
0.0005 
0.0005 
0.0005 

mglL 
mg/L 
mg/L 
mg/L 
mg/L 
mg/L 
mg/L 
mglL 
mg/L 
mglL 
mg/L 
mg/L 
mg/L 
mg/L 
mg/L 
mg/L 
mgl l  
mg/L 
mglL 
mg/L 
mg/L 

0.00200 
0.00200 
0.00200 
0.00200 
0.00200 
0.00200 
0.00200 
0.00200 
0.00200 
0.00200 
0.00200 
0.00200 
0.00200 
0.00200 
0.00200 
0.00200 
0.00400 
0.00200 
0.00200 
0.00200 
0.00200 

115 
110 
80.0 
110 
110 
110 
105 
105 
110 
105 
110 
105 
105 
105 
110 
115 
110 
110 
110 
110 
110 

70-1 30 
70-1 30 
70-1 30 
70-1 30 
70-1 30 
70-1 30 
70-1 30 
70-1 30 
70-1 30 
70-1 30 
70-1 30 
70-130 
70-1 30 
70-1 30 
70-1 30 
70-1 30 
70-1 30 
70-1 30 
70-1 30 
70-1 30 
70-130 

Legend Technical Services of Arizona, Inc. 
Certifications: AZ #0004 MN #004--999-387 AlHA #lo2982 

The results in this report apply to the samples analyzed in 
accordance with the chain of custody document. This 
analytical report must be reproduced in its entirety. 
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~ 

b [ Chin; Meadows I Water Company Project: 2006 New Source 
P.O. Box 350 Project Number: Antelope Lakes Water Re-Sample (2/24 

Project Manager: Dewey Levie 
Reported: 

03/02/06 16:17 

Volatile Organic Compounds - Quality Control 
Legend Technical Services of Arizona, Inc. 

Reporting Spike Source %REC RPD 
Result Limit Units Level Result %REC Limits RPD Limit Notes 

Batch 8680690 - Default Prep VOC - 
LCS (B6BO69O-BSl) 
1,2,4-TrichIorobenzene 
- _. - - - - __ __ __- __. . - _- Prepared & Analyzed: 02/27/06 

-. . ___ .___ __ -. - __ __ . - 

0.0023 0.0005 mglL 0.00200 115 70-130 
Xylenes (total) 0.0066 0.0015 mglL 0.00600 110 70-130 

LCS DUP (B6BO69O-BSD1) ~ ~ __ ~~ Prepared & Analyzed: 02/27/06 
___-__ __ - __ _____ 

Vinyl chloride 
1,l  -Dichloroethene 
Dichloromethane 
trans-l,2-Dichloroethene 
cis-l,2-Dichloroethylene 
1,l ,l-Trichloroethane 
Carbon tetrachloride 
1,2-DichIoroethane 
Benzene 
Trichloroethene 
1,2-DichIoropropane 
Toluene 
1,1,2-TrichIoroethane 
Tetrachloroethene 
Chlorobenzene 
Ethyl benzene 
m,p-Xylene 
o-Xylene 
Styrene 
1,6Dichlorobenzene 
1,2-DichIorobenzene 
1,2,4-Trichlorobenzene 
Xylenes (total) 

0.0024 
0.0022 
0.0018 
0.0022 
0.0021 
0.0023 
0.0022 
0.0024 
0.0022 
0.0022 
0.0022 
0.0021 
0.0022 
0.0021 
0.0021 
0.0021 
0.0043 
0.0022 
0.0021 
0.0022 
0.0022 
0.0021 
0.0065 

0.0005 
0.0005 
0.0005 
0.0005 
0.0005 
0.0005 
0.0005 
0.0005 
0.0005 
0.0005 
0.0005 
0.0005 
0.0005 
0.0005 
0.0005 
0.0005 
0.001 0 
0.0005 
0.0005 
0.0005 
0.0005 
0.0005 
0.001 5 

mglL 
mglL 
mglL 
mglL 
mglL 
mg1L 
mg1L 
mg1L 
mg1L 
mglL 
mg1L 
mglL 
mg1L 
mglL 
mglL 
mg/L 
mg1L 
mg1L 
mglL 
mglL 
mglL 
mglL 
mglL 

0.00200 
0.00200 
0.00200 
0.00200 
0.00200 
0.00200 
0.00200 
0.00200 
0.00200 
0.00200 
0.00200 
0.00200 
0.00200 
0.00200 
0.00200 
0.00200 
0.00400 
0.00200 
0.00200 
0.00200 
0.00200 
0.00200 
0.00600 

120 
110 
90.0 
110 
105 
115 
110 
120 
110 
110 
110 
105 
110 
105 
105 
105 
108 
110 
105 
110 
110 
105 
108 

70-130 4.26 
70-130 0.00 
70-130 11.8 
70-130 0.00 
70-130 4.65 
70-130 4.44 
70-130 4.65 
70-130 13.3 
70-130 0.00 
70-130 4.65 
70-130 0.00 
70-130 0.00 
70-130 4.65 
70-130 0.00 
70-130 4.65 
70-130 9.09 
70-130 1.83 
70-130 0.00 
70-130 4.65 
70-130 0.00 
70-130 0.00 
70-130 9.09 
70-130 1.83 

25 
25 
25 
25 
25 
25 
25 
25 
25 
25 
25 
25 
25 
25 
25 
25 
25 
25 
25 
25 
25 
25 
25 

Legend Technical Services of Arizona, Inc. 
Certifications: AZ #0004 MN #004--999-387 AlHA #I02982 

The results in this report apply to the samples analyzed in 
accordance with the chain of custody document. This 
analytical report must be reproduced in its entirety. 
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- 
Chino Meadows I I  Water Cimpany 
P.O. Box 350 
Chino Valley, AZ 86323 Project Manager: Dewey Levie 03102106 16:17 

Notes and Definitions 

Project: 2006 New Source 
Project Number: Antelope Lakes Water Re-Sample (2/24 Reported: 

Q3 

BLK Method Blank 

LCS/Dup Laboratory Control SamplelLaboratory Fortified Blan WDuplicate 

MSlDup Matrix SpikdDuplicate 

Dry 

RPD Relative Percent Difference 

Sample received with improper chemical preservation. 

Sample results reported on a dry weight basis 

Legend Technical Services of Arizona, Inc. 
Certifications: AZ #0004 MN #004--999-387 AlHA #lo2982 accordance with the chain of custody document. This 

The results in this report apply to the samples analyzed in 

analytical report must be reproduced in its entirety. 
Paae 6 of 6 



ARIZONA DEPARTMENT OF ENVIRONMENTAL QUALITY 
DRINKING WATER VOLATILE ORGANIC CHEMICAL ANALYSIS REPORT 

*** SAMPLES TO BE TAKEN AT P.O.E. ONLY*** 

Chino Meadows I1 Water Companv 
System ID System Name 
02/23/2006 6:30 (24 hr clock) 
Sample date Sample time 

I (928) 636-0684 
Owner / Contact Fax Number 

s z $ c n c e  Monitoring 

Dewev Levie 
~ ____- -  

Owner / Contact Person Name 
(928) 71 7-261 6 
Owner / Contact Person Phone Number 

i For MCL or Composite Level Exceedance 
Original Violation Specimen Number 

Sample Type 
Confirmation 
Confirmation Composite 

Sample Collection Point 
El Point of Entry# 

New Source (3365 Big Chino) 
Sampling Site ID 

VOLATILE ORGANIC CHEMICAL ANALYSIS 
>>>To be filled out by laboratory personnel<<< 

Analysis MCL Reporting Contaminant Cont. Analysis Result Exceeds Exceeds 
Method Limit Name Code Run Date MCL ReportinK Limit 

EPA 524.2 
EPA 524.2 
EPA 524.2 
EPA 524.2 
EPA 524.2 
EPA 524.2 
EPA 524.2 
EPA 524.2 
EPA 524.2 
EPA 524.2 
EPA 524.2 
EPA 524.2 
EPA 524.2 
EPA 524.2 
€PA 524.2 
EPA 524.2 

EPA 524.2 
I EPA524.2 

0.007 
0.2 
0.005 
0.005 
0.005 
0.005 
0.005 
0.07 
0.7 
0.1 
0.6 
0.075 
0.1 
0.005 
1 
0.1 

0.005 
0.002 

1 6021179-01 

0.0005 
0.0005 
0.0005 
0.0005 
0.0005 
0.0005 
0.0005 
0.0005 
0.0005 
0.0005 
0.0005 
0.0005 
0.0005 
0.0005 
0.0005 
0.0005 

0.0005 
0.0005 

1,l -Dichloroethylene 2977 
1,1,1 -Trichloroethane 2981 
lI1,2-Trichloroethane 2985 
1,2-DichIoroethane 2980 
1,2-DichIoropropane 2983 
Benzene 2990 
Carbon Tetrachloride 2982 
cis-l,2-Dichloroethylene 2380 
Ethylbenzene 2992 
(mono)chlorobenzene 2989 
o-Dichlorobenzene 2968 
para-Dichlorobenzene 2969 
Styrene 2996 
Tetrachloroethylene 2987 
Toluene 2991 
Trans-l,2- 2979 
Dichloroethylene 
Trichloroethylene 2984 
Vinyl Chloride 2976 

02/27/2006 14:16 <0.0005 
02/27/2006 14:16 <0.0005 
02/27/2006 14:16 <0.0005 
02/27/2006 14:16 <0.0005 
02/27/2006 14:16 <0.0005 
02/27/2006 14:16 <0.0005 
02/27/2006 14:16 <0,0005 
02/27/2006 14:16 <0.0005 
02/27/2006 14:16 <0.0005 
02/27/2006 14:16 <0.0005 
02/27/2006 14:16 <0.0005 
02/27/2006 14:16 <0.0005 
02/27/2006 14: 1 6 <0.0005 
02/27/2006 14:16 <0.0005 
02/27/2006 14:16 c0.0005 
02/27/2006 14:16 <0.0005 

02/27/2006 14:16 <0.0005 
02/27/2006 1411 6 <0.0005 

a 
a 
a 
0 
a 
0 
a 
0 
0 
a 
0 

0 
U 
0 
0 

0 
a 

n 
U 
0 

D 
a 
U 
a 
a 
a 
a 
a 
0 
O 

0 

a 
0 

n 

n 

>>>>> LABORATORY INFORMATION c<<c< 
I To be filled out by laboratory personnel 

SPECIMEN NUMBER 

ID Number ~ ~ 0 0 0 4  Name: Legend Technical Services of Arizona 

Comments: 

Authorized Signature: 

Date Public Water System Notified: 

All units must be reported in milligrams per liter (mg/L) 

DWAR 4: Revised 2003 (New Total Xylenes) 
Page 1 of 2 
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c 
ARIZONA DEPARTMENT OF ENVIRONMENTAL QUALITY 

DRINKING WATER VOLATILE ORGANIC CHEMICAL ANALYSIS REPORT 
*** SAMPLES TO BE TAKEN AT P.O.E. ONLY*** 

A 
System ID System Name 

02/23/2006 6:30 (24 hr clock) 
Sample date Sample time 
(928) 636-0684 
Owner / Contact Fax Number 
Sa IeType 
8 o r n p l i a n c e  Monitoring 

Sample Collection Point 
CI Point of Entry# 

New Source (3365 Big Chino) 
Sampling Site ID 

Dewey Levie 
Owner / Contact Person Name 
(928) 71 7-261 6 
Owner f Contact Person Phone Number 

Sample Type 
CI Confirmation 
0 Confirmation Composite 

. -  

VOLATILE ORGANIC CHEMICAL ANALYSIS 
>>>To be filled out by laboratory personnel<<< 

Analysis MCL Reporting Contaminant Cont. Analysis Result Exceeds Exceeds 
Method Limit Name Code Run Date MCL Reporting Limit 

I EPA524.2 10 0.001 5 Xylenes, total 2955 02/27/2006 14:16 <0.0015 0 
EPA 524.2 0.07 0.0005 1,2,4-TrichIorobenzene 2378 02/27/2006 14:16 <0.0005 
EPA 524.2 0.005 0.0005 Dichloromethane 2964 02/27/2006 14:16 ~0.0005 U 

I 6021 179-01 
SPECIMEN NUMBER 

>>>>> LABORATORY INFORMATION <<e<< 
To be filled out by laboratory personnel 

I ID Number AZO004 Name: Legend Technical Services of Arizona 

i Comments: 

Authorized Signature: A - n 
Date Public Water System Notified: U 

All units must be reported in milligrams per liter (mg/L) 

DWAR 4: Revised 2003 (New Total Xylenes) 
I 

Page 2 of 2 
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? ***Inorganic Chemical Analysis*** 
, I  

Analysis MCL Reporting Contaminant Cont. Analysis Result Exceeds Exceeds 
Method Limit Name Code RunDate MCL Reporting Limit 

EPA 200.7 0.05 
EPA 200.7 2 
EPA 200.9 0.005 
EPA 200.7 0.1 
EPA 200.7 1.3* 
SM4500FC 4.0 
EPA 200.9 0.01 5* 
EPA 245.1 0.002 
Calculation 10 
SM 4500 NO2 6 1 
EPA 200.9 0.05 
EPA 200.9 0.006 
EPA 200.7 0.004 
SM 4500 CN E 0.2 
€PA 200.7 0.1 
EPA 200.9 0.002 

0.05 
2 
0.005 
0.1 
0.050 
2.0 
0.0025 
0.002 
5 
0.5 
0.05 
0.006 
0.004 
0.2 
0.1 
0.002 

Arsenic 1005 02/13/2006 16:22 2.17 
Barium 1010 02/16/2006 0:OO 0.03 
Cadmium 101 5 0211 412006 1 1 :35 ~0.0002 

Chromium 1020 02/13/2006 1622 ~0.005 
Copper 1022 02/13/2006 16:22 0.01 

Fluoride 1025 02/13/2006 18:30 9.32 
Lead 1030 02/14/2006 1 1 :35 0.007 

Mercury 1035 02/13/2006 9:31 <0.0002 
Nitrate (as N) 1040 02/13/2006 9:32 0.11 

Nitrite 1041 02/08/2006 17:OO <0.10 
Selenium 1045 02/14/2006 1 1 :35 <0.002 

Antimony 1074 0211 612006 7:08 <0.004 
Beryllium 1075 0211 312006 16:22 <0.002 
Cyanide (as free cyanide) 
Nickel 1036 02/13/2006 16:22 <0.02 

Thallium 1085 03/01 /2006 16:59 <0.001 

1024 02/09/2006 16:15 <0.0097 

LABORATORY INFORMATION 
Specimen Number: 6020410-01 

Lab ID Number: A20004 
Comments: Nnpifir2tign 0 3 / 1 7 / 0 6  
Authorized Signature: 4,L&4+WAd* 
* Action Level 

Name: Legend Technical Services of Arizona 

***Physical Analysis*** 

Analysis MCL Reporting Contaminant 
Method Limit Name 

Cont. Analysis 
Code RunDate 

d d 
0 0 
0 
0 0 
0 El 
d d 
0 d 
0 
0 0 
0 0 
0 0 
0 0 
0 
0 0 

cl 
0 0 

Result 

EPA 300.0 
EPA200.7 , 

EPA 150.1 
SM 2320 8 
SM 23408 
Miscellaneous 
SM 2540 C 

Sulfate 1 055 02/16/2006 1 7: 1 5 
Sodium 1052 0212012006 0:OO 
PH 1925 02/08/2006 7:30 
Alkalinity 1927 02/16/2006 1759 
HardnessCalcium 191 8 0211 6/2006 0:OO 
Langelier Index 1997 02/20/2006 0:OO 
Total Dissolved Solids-TDS 1930 02/10/2006 12:38 

~~~ - 

60 
668 
9.6 
1390 
5 
0.940 
1580 

LABORATORY INFORMATION 
Specimen Number: 6020410-01 

Lab ID Number: AZO004 
Comments: 
Authorized Signature: .-$hL&b!& $e 

Name: Legend Technical Services of Arizona 

DWAR 9: Revised Znn4 Page 2 nf 4 



I ***Microbiological Analysis*** 
1 

I t  
Analysis MCL Contaminant Cant. Test Start Analysis Run Result 
Method Name Code Datemime Datemime 

SM 92238 Present I Total Coliform 
1 or more 
Coliform 

3000 2/8/06 1:40:00PM 2/8/06 1:40:00PM Absent 

LABORATORY INFORMATION 
Specimen Number: 6020410-01 
Lab ID Number: AZO004 
Comments: 
Authorized Signature: \ $-d&k/-- 

Name: Legend Technical Services of Arizona 

4 
ONLY REPORT FECAL RESULT IF TOTAL COLIFORM RESULT IS POSITIVE 

Analysis MCL Contaminant Cant. Test Start Analysis Run Result 
Method Name &de Datemime 

SM 92239 Present I E. Coli or Fecal Coliform 301 3 2/8/06 1:40:00PM 2/8/06 1:40:00PM Absent 

Datenime 

1 or more 
Coliform 

LABORATORY INFORMATION 
Specimen Number: 6020410-01 
Lab ID Number: AZO004 Name: Legend Technical Services of Arizona 
Comments: 
Authorized Signature: \ $ G t & A k L % *  
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L E G E N D  
Technical Services, Inc 
w w w . l e g e n d - g r o u p . c o m  

17631 North 25th Avenue Phoenix, AZ 85023 

4585 S. Palo Verde Rd., Ste. 423 Tucson, AZ 85714 
P (602) 324-6100 F (602) 324-6101 

P (520) 327-1234 F (520) 327-0518 

03 March 2006 

di, levie 
~ Y . c l - ) ~ p s -  b a a w a t e r  Company 

P.O. Box 350 
Chino Valley, AZ 86323 

RE: 2006 New Source 

Legend ID: 6020410 

Legend Technical Services of Arizona, Inc. is pleased to provide the enclosed analytical results for the 
aforementioned project. This cover letter and the accompanying pages represent the full report for 
these analyses and should only be reproduced in full. Samples for this project were received by the 
laboratory on 02/08/06 09:35. 

The samples were processed in accordance with the Chain of Custody document and the results 
presented relate only to the samples tested. The Chain of Custody is considered part of this report. 

All samples will be retained by LEGEND for 30 days from the date of this report and then discarded 
unless other arrangements are made. 

This entire report was reviewed and approved for release by the undersigned. If you have any 
questions concerning this report, please feel free to contact me. 

Sincerely, 
LEGEND TECHNICAL SERVICES OF ARIZONA, INC. 

W 
Franklin Holly 
Client Services Representative 

This laboratory report is confidential and is intended for the sole use of LEGEND and it's client. 
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Chino Meadows II Water Company 
P.O. Box 350 Project Number: Wineglass Well (55-902169) Reported: 
Chino Valley, AZ 86323 Project Manager: Dewey Levie 03/03/06 14:39 

Project: 2006 New Source 

ANALYTICAL REPORT FOR SAMPLES 

Sample ID Laboratory ID Matrix Type Date Sampled Date Received 

Wine Glass Well (Paulden) 6020410-01 . Drinking Water 02107106 09:30 021oa106 o w 5  

Case Narrative: 

Holding Times: 
QA/QC Criteria: 
Comments: 

All holding times were met unless otherwise qualified. 
All analyses met method requirements unless otherwise qualified. 
There were no problems encountered during the processing of the samples, unless otherwis noted. 

Legend Technical Services of Arizona, Inc. 
Certifications: AZ #0004 MN #004--999-387 AiHA #lo2982 accordance with the chain of custody document. This 

The results in this report apply to the samples analyzed in 

analytical report must be reproduced in its entirety. 
Page 2 of 17 



Chir!o Meadows II Water Company 
P.O. Box 350 Project Number: WineghSS Well (55-9021 69) Reported: 
Chino Valley, AZ 86323 Project Manager: Dewey Levie 03/03/06 14:39 

Project: 2006 New Source 

Analyte Result RL Units DilutionBatch Prepared Analyzed Method Notes 

Calculation 
Radiation Safety E-ineering #A20462 

Combined Radium <0.3 pCilL 1 NA 02/15/03 0000 Calculation 

EPA 6OOlOO-02 
Adjusted Gross Alpha 4.8 +I- 4.7 pCilL 1 NA 02/13/06 OO:OO EPA 600/00-02 
Gross Alpha Activity 50.4 +I- 4.4 pCilL 1 NA 02/13/06 0000 EPA 600/00-02 

EPA 903.1 
Radium 226 Activity <0.2 pCi/L 1 NA 02/15/03 0O:OO EPA 903.1 

EPA 904.0 
Radium 228 Activity <0.3 pCilL 1 NA 02/15/03 0O:OO EPA 904.0 

Pace Analytical Services #AZO014 
EPA 16136 
Dioxin <0.000000005 0.000000005 mg/L 1 N/A 02/10/06 0O:OO 02/14/06 0000 EPA 161 38 

Microbiology 
Total Coliforms Absent P/A 1 8680233 02/08/06 13:40 02/08/06 1240 SM 92238 

E. coli Absent PIA 1 8680233 02/08/06 13:40 02/08/06 13:40 SM 92238 

Total Metals 
Antimony 
Arsenic 
Barium 
Beryllium 

Cadmium 
Calcium 
Chromium 
Copper 
Lead 
Magnesium 
Mercury 
Nickel 
Selenium 
Sodium 
Thallium 
Calcium Hardness 
Magnesium Hardness 
Total Hardness 

<0.004 

2.1 7 
0.03 

<0.002 
c0.0002 

2 
<0.005 

0.01 
0.007 

<1 
<0.0002 

c0.02 
c0.002 

668 
<0.001 

5 
<4 
<7 

0.004 mg/L 
0.200 mg/L 
0.01 mg/L 

0.002 mglL 

0.0002 mg/L 
1 mg/L 

0.005 mg/L 

0.01 mg/L 
0.002 mg/L 

1 mg/L 
0.0002 mglL 

0.02 mg/L 
0.002 mglL 

10 mg/L 
0.001 mglL 

2 mg/L 
4 mg/L 
7 mg/L 

1 
1 
1 
1 
1 
1 
1 

1 
1 
1 
1 
1 
1 
10 
1 
1 
1 
1 

8680327 02/10/06 17:OO 02/16/06 0208 EPA 200.9 

8680326 02/10/06 17:oo 02/13/06 16:22 EPA 200.7 
8680326 02/10/06 17:OO 02/16/06 Oooo EPA 200.7 
8680326 02/10/06 17:OO 02/13/06 16:22 EPA 200.7 
8680327 02/10/06 1790 02/14/06 11:35 EPA 200.9 

8680326 02/10/06 m o o  02/16/06 oooo EPA 200.7 
8680326 02/10/06 17:OO 02/13/06 1622 EPA 200.7 

8680326 02/10/06 17:OO 02/13/06 1622 EPA 200.7 
8680327 02/10/06 1200 02/14/06 11:35 EPA 200.9 
8680326 02/10/06 17:OO 02/23/06 0O:OO EPA 200.7 
8680227 02/10/06 09:OO 02/13/06 09:31 EPA 245.1 

8680326 02/10/06 17:OO 02/13/06 16:22 EPA 200.7 
8680327 02/10/06 17:OO 02/14/06 11:35 EPA 200.9 

8680326 ouio/o6 moo  02/20/06 oooo EPA 200.7 
8680327 02110106 17:OO 03/01/06 16:59 EPA 200.9 

[CALC] 02/10/06 17:oo 02/16/06 oooo SM 23408 
[CALC] 02/10106 17:OO 02/23/06 0000 SM 23408 
[CALC] 02/10/06 17:OO 02/23/06 0O:OO SM 23408 

Legend Technical Services of Arizona, Inc. 
Certifications: A 2  #0004 MN #004--999-387 AlHA #lo2982 

The results in this report apply to the samples analyzed in 
accordance with the chain of custody document. This 
analytical report must be reproduced in its entirety. 
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Chino Meadows II Water Company 
P.O. Box 350 Project Number: Wineglass Well (55-9021 69) Reported: 
Chino Vallev. AZ 86323 Proiect Manaaer: Dewey Levie 03/03/06 14:39 

Project: 2006 New Source 

Analyte Result RL Units DilutionBatch Prepared Analyzed Method Notes 1 
Inorganic Chemistry 
Total Alkalinity [(as CaC03)l 1390 10 mg/L 1 8680457 02/16/06 1430 02/16/06 1759 SM 2320 B M2 
Cyanide, Total ~0.0097 0.0097 mg/L 1 6680241 02/09/06 1615 02/09\06 16:15 SM 4500 CN E 
Fluoride 
Nitrate as N 
Nitrate + Nitrite 
Nitrite as N 
PH 
Temperature 
Total Dissolved Solids 

0.1 1 0.10 mg/L 
<0.10 0.10 rnglL 

14.7 OC 
1580 1 mg/L 

9.6 pH Units 

9.32 0.20 mg/L 1 8680352 02/13/06 18:30 02/13/06 i8:30 SM 4500 F C 
0.1 1 0.10 mg/L 1 [CALC] 02/13/06 0 9 : ~ ~  02/13/06 09:32 Calculation 

6680322 02/13/06 0928 02/13/06 0932 SM 4500 NO3 F 
6680205 02/08/06 17:OO 02/08/06 1200 SM 4500 NO2 B 

8680207 02/08/06 0230 02/08/08 0230 EPA 150.1 
B6B0207 02/08/08 07:30 02/08/06 0230 pH Temperature 
8680283 02/10/06 12:38 02/10/06 1238 SM 2540 C 

Miscellaneous 
Langlier Index 0.940 -5.00 N/A 1 8680020 02/08/06 oo:oo 02/20/06 oooo Miscellaneous 

Herbicides 
Glyphosate c0.006 0.006 mg/L 1 B6B0214 02/08/06 1600 02108106 17:16 EPA 547 

EPA 100.1 
Fiberquant Analytical Services #A20633 

Asbestos 4.  1. MFL 1 N/A 02/08/06 0O:OO 02/15/06 0000 EPA 100.1 

Del Mar Analytical - Phoenix 
INORGANICS 
Sulfate IS041 60 5.0 mg/l 10 P661610 02/16/0615:07 02/16/0617:15 EPA 300.0 

Legend Technical Services of Arizona, Inc. 
Certifications: AZ #0004 MN #004--999-387 AIHA #lo2982 

The results in this report apply to the samples analyzed in 
accordance with the chain of custody document. This 
analytical report must be reproduced in its entirety. 
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ChiFo Meadows II Water Company 
P.O. Box 350 Project Number: Wineglass Well (55-902169) Reported: 
Chino Valley, AZ 86323 Project Manager: Dewey h i e  03/03/06 14:39 

Project: 2006 New Source 

Microbiology - Quality Control 
Legend Technical Services of Arizona, Inc. 

Reporting Spike Source %REC RPD 
Analyte Result Limit Units Level Result %REC Limits RPD Limit Notes 

Batch B6B0233 - micro DreD 
- ~ ~~ - - ~ 

Prepared & Analyzed: 02/08/06 ______ __ _ _ -  Blank (B6B0233-BLK1) - . .. 

Total Coliforms- Absent PIA 
E. coli Absent PIA 

Legend Technical Services of Arizona, Inc. 
Certifications: AZ #0004 MN #004--999-387 AlHA #702982 

The results in this report apply to the samples analyzed in 
accordance with the chain of custody document. This 
analytical report must be reproduced in its entirety. 
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, 

I Analyte 

Chino Meadows II Water Company 
P.O. Box350 Project Number: Wineglass Well (55-9021 69) Reported: 
Chino Valley, A2 86323 Project Manager: Dewey Levie 03/03/06 1439 

Project: 2006 New Source 

Reporting Spike Source %REC RPD 
Result Limit Units Level Result %REC Limits RPD Limit Notes 

Batch 8680227 - EPA 245.1/245.2 Prep 

- - - - __  ._ 
Prepared: 02/10/06 Analyzed: 02/13/06 

. ____  ___ ____ ____ Blank (B6B0227-BLK1) 
Mercury <0.0002 0.0002 mg/L 

--_-- -- - - - - 

LCS . (8680227-881) _ _  -_ . 

Mercury 
Prepared: 02/10/06 Analyzed: 02/13/06 __ __ . __ - -_ _ _ ~ _ _ _ _ _ _ _ _ ~ _ _ _  .. - 

0.0009 0.0002 mglL 0.00100 90.0 85-115 

______I____ 

Matrix Spike (B680227-MSl) Source: 602041 0-01 Prepared: 02/10/06 Analyzed: 02/13/06 
Mercury 0.0010 0.0002 mglL 0.00100 <0.0002 100 70-130 

.- __ _ - - __ __. - _.__ ___ ____ __ 

Source: 6020410-01 Prepared: 02/10/06 Analyzed: 02/13/06 - - - - - - _- - __________ __ _-- - -. - __ Matrix Spike Dup _- - (66B0227-MSDl) - __ 

Batch 6860326 - EPA 200.7 

Mercury-. 0.001 0 0.0002 mg/L 0.00100 <0.0002 100 70-130 0.00 25 

Blank (66B0326-BLKl) - __ - - - . - - .._ 

Chromium 
Barium 
Copper 
Nickel 
Calcium 
Arsenic 
Magnesium 
Sodium 
Beryllium 

LCS (B6B0326-BSl) 

-- _. 

<0.005 
<0.01 
<0.01 
<0.02 

<I 
c0.200 

<1 
<1 

<0.002 

Nickel 0.99 

Arsenic 
Barium 
Beryllium 
Copper 
Chromium 
Calcium 
Magnesium 
Sodium 

1.88 
1.03 

0.1 93 
0.98 

0.488 
21 
20 
18 

Prepared: 02/10/06 Analvzed: 02/13/06 
0.005 mglL 
0.01 mg/L 
0.01 mg/L 
0.02 mglL 

1 mglL 
0.200 mg/L 

1 mg/L 
1 mg/L 

0.002 mg/L 

Prepared: 02/10/06 Analyzed: 02/13/06 
.. __________-- ~ - - 

0.02 mglL 1.00 99.0 85-115 
0.200 mg/L 2.00 94.0 85-115 
0.01 mglL 1.00 103 85-115 

0.002 mglL 0.200 96.5 85-115 
0.01 mg/L 1.00 98.0 85-115 

0.005 mg/L 0.500 97.6 85-115 
1 mg/L 20.0 105 85-115 
1 mg/L 20.0 100 85-115 
1 mglL 20.0 90.0 85-115 

~~~~~ 

Legend Technical Services of Arizona, Inc. 
Certifications: AZ #0004 MN #004--999-387 AlHA #I02982 

~~ 

The results in this report apply to the samples analyzed in 
accordance with the chain of custody document. This 
analytical report must be reproduced in its entirely. 
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I I 

. Chino Meadows I I  Water Company 
P.O. Box350 
Chino Valley, AZ 86323 Project Manager: Dewey Levie 03/03/06 14:39 

Project: 2006 New Source 
Project Number: Wineglass Well (55-9021 69) Reported: 

Matrix Spike (B6B0326-MSl) 
Copper 
Magnesium 
Nickel 
Beryllium 
Arsenic 
Barium 
Chromium 
Calcium 

Matrix Spike (B6B0326-MS2) 
Chromium 
Magnesium 
Arsenic 
Copper 
Nickel 
Beryllium 

Matrix Spike (B6B0326-MS3) _ .  ~ - 

Sodium 

Matrix Spike Dup (B6B0326-MSD1) 
copper 
Chromium 
Arsenic 
Beryllium 
Calcium 
Barium 
Magnesium 
Nickel 

__ __ . - __ _._ _. _. - __ 

- . .- - - - - - . 

- - . - - - - - _ _  

- Source: -- - - - 6020410-01 
0.98 0.01 mg/L 

18 1 mg/L 
0.96 0.02 mg/L 

0.193 0.002 mg/L 
4.29 0.200 mg/L 
1.01 0.01 mg/L 

0.480 0.005 mg/L 
23 1 mg/L 

Prepared: 02/10/06 Analyzed: 031 3/06 - -____ __.__ . 

1.00 0.01 97.0 70-130 
20.0 0.7 86.5 70-130 
1.00 <0.02 96.0 70-130 

0.200 ~0.002 96.5 70-130 
2.00 2.17 106 70-130 
1.00 0.03 98.0 70-130 

0.500 <0.005 96.0 70-130 
20.0 2 105 70-130 

Source: 6020523-01 Prepared: 02/10/06 Analyzed: 02/13/06 
._ - __ - - - -. .. - . . _ 

0.474 0.005 mg/L 0.500 4.005  94.8 70-130 
29 1 mg/L 20.0 11 90.0 70-130 

1.92 0.200 mg/L 2.00 0.0202 95.0 70-130 
0.95 0.01 mg/L 1.00 0.009 94.1 70-130 
0.95 0.02 mg/L 1.00 c0.02 95.0 70-130 

0.188 0.002 mg/L 0.200 c0.002 94.0 70-130 

Source: 6020410-01 Prepared: 02/10/06 Analyzed: 02/20/06 
86 mg/L 20.0 66.8 96.0 70-130 

Source: 6020410-01 ___ ___ 
- 0.99 0.01 mg/L 

0.484 0.005 mg/L 
4.31 0.200 mg/L 

0.195 0.002 mg/L 
23 1 mg/L 

1.01 0.01 mg/L 
18 1 mg/L 

0.97 0.02 mg/L 

Prepared: 02/10/06 Analyzed: 02/13/06 
- 

1.00 0.01 98.0 70-130 
0.500 <0.005 96.8 70-130 
2.00 2.17 107 70-130 
0.200 ~0.002 97.5 70-130 
20.0 2 105 70-130 
1.00 0.03 98.0 70-130 
20.0 0.7 86.5 70-130 
1.00 c0.02 97.0 70-130 

___ -___ 
1.02 25 

0.830 25 
0.465 20 
1.03 25 
0.00 25 
0.00 25 
0.00 25 
1.04 20 

Legend Technical Services of Arizona, Inc. 
Certifications: AZ #0004 MN #004--999-387 AlHA #I02982 

The results in this report apply to the samples analyzed in 
accordance with the chain of custody document. This 
analytical report must be reproduced in its entirety. 
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Chivo Meadows II Water Company 
P.O. Box 350 Project Number: Wineglass Well (55-9021 69) Reported: 
Chino Valley, A2 86323 Project Manager: Dewey Levie 03103106 14:39 

Project: 2006 New Source 

Total Metals - Quality Control 

Legend Technical Services of Arizona, Inc. 

Analyte I Reporting Spike Source %REC RPD 
Result Limit Units Level Result %REC Limits RPD Limit Notes 

Batch 8680326 - EPA 200.7 
Matrix Spike Dup .- (B6B0326-MSD2) 

Copper 0.95 0.01 mg/L 1.00 0.009 94.1 70-130 0.00 25 
Arsenic 1.91 0.200 mglL 2.00 0.0202 94.5 70-130 0.522 20 
Beryllium 0.1 87 0.002 mglL 0.200 <0.002 93.5 70-130 0.533 25 
Chromium 0.473 0.005 mg/L 0.500 ~0.005 94.6 70-130 0.211 25 
Magnesium 29 1 mglL 20.0 11 90.0 70-130 0.00 25 

Matrix Spike Dup (B6B0326-MSD3) 

Source: 6020523-01 Prepared: 02/10/06 Analyzed: 02/13/06 
....................... .......... ... - ___~__ __ ~ _ _  ____ 
Nickel 0.95 0.02 mg/L 1.00 c0.02 95.0 70-130 0.00 20 

Source: 602041 0-01 Prepared: 02/10/06 Analyzed: 02/20/06 
. . . . . . . . . . . . . . . . . . . . . .  ... _ _ _ _ ~  ~ .. 

Sodium 87 mg/L 20.0 66.8 101 70-130 1.16 20 

Batch 6660327 - EPA 200.9 
Blank (B6B0327-BLKl) ~ 

Cad mi u m <0.0002 0.0002 mglL 
Antimony c0.004 0.004 mglL 
Lead c0.002 0.002 mg/L 
Thallium co.001 0.001 mglL 
Selenium c0.002 0.002 mglL 

Prepared: 02/10/06 Analyzed: 02/14/06 
. . . . . . . . . .  ... ........ - _ _ . _ _ _ _ ~ _ ~ _ _ . . .  .._I __ __ 

Prepared: 02/10/06 Analyzed: 02/14/06 
. ~ ~ _ _ _ _ .  

LCS (8680327-881) .. 

Cadmium 0.001 8 0.0002 mglL 0.00200 90.0 85-115 
Selenium 0.018 0.002 mglL 0.0200 90.0 85-115 
Thallium 0.009 0.001 mglL 0.0100 90.0 85-115 
Antimony 0.01 1 0.004 mg/L 0.0100 110 85-115 
Lead 0.01 8 0.002 mg/L 0.0200 90.0 85-115 

....... .... . .  ~ .. 

____.. .. ....... ..... __ . Source: 602041 0-01 Matrix Spike (B6B0327-MSl) __ 
Antimony 0.010 0.004 mg/L 0,0100 ~0.004 100 70-130 
Selenium 0.01 7 0.002 mg/L 0.0200 ~0.002 85.0 70-130 
Cadmium 0.0022 0.0002 mglL 0.00200 0.0001 105 70-1 30 
Thallium 0.009 0.001 mg/L 0.0100 ~0.001 90.0 70-130 

Prepared: 02/10/06 Analyzed: 02/16/06 ---____ 

Lead 0.027 0.002 mg/L 0.0200 0.007 100 70-130 

Legend Technical Services of Arizona, Inc. 
Certifications: A2 #0004 MN #004--999-387 AlHA #lo2982 

The results in this report apply to the samples analyzed in 
accordance with the chain of custody document. This 
analytical report must be reproduced in its entirety. 
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Chi90 Meadows II Water Company 
P.O. Box 350 Project Number: Wineglass Well (55-9021 69) Reported: 
Chino Valley, AZ 86323 Project Manager: Dewey Levie 03/03/06 14:39 

Project: 2006 New Source 

Total Metals - Quality Control 
Legend Technical Services of Arizona, Inc. 

Reporting Spike Source %REC RPD 
Analyte Result Limit Units Level Result %REC Limits RPD Limit Notes 

Batch B6B0327 - EPA 200.9 
Matrix Spike Dup _ _  (B6B0327-MSDl) -- -- - Source: 602041 0-01 Prepared: 02/10/06 Analyzed: 02/14/06 -___ __. - - - - -. _. __ 
Lead 0.025 0.002 mg/L 0.0200 0.007 90.0 70-130 7.69 25 
Antimony 0.010 0.004 mg/L 0.0100 <0.004 100 70-130 0.00 25 
Cadmium 0.0020 0.0002 mg/L 0.00200 0.0001 95.0 70-130 9.52 25 

Selenium 0.01 6 0.002 mg/L 0.0200 <0.002 80.0 70-130 6.06 25 
Thallium 0.009 0.001 mg/L 0.0100 ~0.001 90.0 70-130 0.00 20 

Legend Technical Services of Arizona, Inc. 
Certifications: AZ #0004 MN #004--999-387 AlHA #lo2982 

The results in this report apply to the samples analyzed in 
accordance with the chain of custody document. This 
analytical report must be reproduced in its entirety. 
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Chino Meadows I I  Water Company Project: 2006 New Source 
P.O. Box 350 Project Number: Wineglass Well (55-9021 69) Reported: 
Chino Valley, AZ 86323 Proiect Manaaer: Dewey Levie 03103106 14:39 I 

Inorganic Chemistry - Quality Control 
Legend Technical Services of Arizona, Inc. 

~ 

Reporting Spike Source %REC RPD 
Analyte Result Limit Units Level Result %REC Limits RPD Limit Notes 

Batch B6B0205 - NO PREP 
Blank - .  (B6B0205-BLKl) - 

Nitrite as N <0.10 o i o  mg/L 
___-- .- __ - - - - - - Prepared & Analyzed: 02/08/06 - __- - .__- ~ - _ -  - _  

Prepared & Analyzed: 02/08/06 
- -_____. - ___ - - - _. . - - ._ ____ - . - - - __ ___ LCS (B6B0205-BSl) 

Nitriteas N 0.1 1 0.10 mg/L 0.100 110 80-120 

LCS DUP (B6B0205-BSDl) _ _ _  . . - . Prepared & Analyzed: 02/08/06 
- - . - . -_ _-  - ______ _____- - - _. - - _ _  

Nitrite as N 0.1 1 0.10 mg/L 0.100 110 80-120 0.00 25 

Matrix _ _  . Spike _ _  (B6B020kMSl)- . Source: 602041 0-01 Prepared & Analyzed: 02/08/06 
. ._ ----. __ ~ _ _ _ _ _ _  

Nitrite as N 0.10- 0.10 mg/L 0.100 <0.10 100 80-120 

_- I - - - - ___ -. Source: 602041 0-01 Prepared & Analyzed: 02/08/06 --_ Matrix Spike Dup (B680205-MSDl) 
. . - - _-__ ~ 

Nitrite as N-- 0.09 0.10 mg/L 0.100 ~0.10 90.0 80-120 10.5 25 

Batch B6B0241 - NO PREP 

Blank (B6B0241-BLKl) - - _- 

Cyanide, Total  <0.0097 0.0097 mg/L 

Blank (B6B0241-BLK2) 
Cyanide, Total <0.0097 0.0097 mg/L 

Prepared & Analyzed: 02/09/06 
- -_ --. - -_ - - .- ___ __ _____ - 

Prepared & Analyzed: 02/09/06 
- .-- - - - __ _ _  - 

Prepared & Analyzed: 02/09/06 -- - - - - - - _._ . ._ __ - _ _ _ _ _  LCS - - (B6B0241-BSl) - - - - . 

Cyanide, Total 0.060 0.0097 rngl l -  0.0500 120 80-120 

Prepared & Analyzed: 02/09/06 ________ ___ __ LCS (B6B0241-BS2) -- - -- - - _- _. - - - __ . - __ .- 
Cyanide, Total 0.059 0.0097 mg/L 0.0500 118 80-120 

Legend Technical Services of Arizona, Inc. 
Certifications: AZ #I0004 MN #004--999-387 AlHA #lo2982 

The results in this report apply to the samples analyzed in 
accordance with the chain of custody document. This 
analytical report must be reproduced in its entirety. 

Paae 10 of 17 



Chino Meadows II Water Company 

Chino Valley, AZ 86323 Project Manager: Dewey Levie 03/03/06 14:39 

Project: 2006 New Source 

, P.O. Box350 Project Number: Wineglass Well (55-9021 69) Reported: 

inorganic Chemistry - Quality Control 
Legend Technical Services of Arizona, Inc. 

Reporting Spike Source %REC RPD 
Analyte Result Limit Units Level Result %REC Limits RPD Limit Notes 

Batch B6B0241 - NO PREP 

___ ~ _-_-_ Prepared & Analyzed: 02/09/06 -_ --__ _~ ___ LCS DUP (B6B0241-BSDl) ~ _ _ _ _  
Cyanide, Total 0.060 0.0097 mg/L 0.0500 120 80-120 0.00 25 

LCS DUP (B6B0241-BSD2) 
Cyanide, Total 0.059 0.0097 mglL 0.0500 118 80-120 0.00 25 

Matrix Spike (B6B0241-MSl) 

Prepared & Analyzed: 02/09/06 
-- - -- - - - - _  - - -__ -- __ _- - __ - . _ _  _ 

Source: 60201 11-02 Prepared & Analyzed: 02/09/06 
-- -- -- - _ _ _ _ _ - _ - - ~  --- - __ 

Cyanide, Total 0.01 1 0.0097 mglL 0.0500 <0.0097 22.0 80-120 M2 

Matrix Spike (B6B0241-MS2) 
Cyanide, Total 

__ . ___ . - - - - - _________ -. ._ . . Source: 60201 77-01 Prepared & Analyzed: 02/09/06 _ _ _ _ _ - - - _ _ _ _ ~  
0.060 0.0097 mg/L 0.0500 <0.0097 120 80-120 

____ Matrix Spike (8680241-MS3) Source: 6020441 -01 Prepared & Analyzed: 02/09/06 

Cyanide, Total 0.059 0.0097 mg/L 0.0500 ~0.0097 118 80-120 
-_ -- --- - -------I__._ ___ 

_ Source: 60201 11-02 Prepared & Analyzed: 02/09/06 
~ _- .- ________ ___ _ _  -_ Matrix Spike Dup (8680241-MSD1) 

Cyanide, Total 0.01 1 0.0097 mglL 0.0500 ~0.0097 22.0 80-120 0.00 25 M2 

Matrix Spike Dup _ _ _ _  (B680241-MSD2) ____ _ _  

Cyanide, Total 0.060 0.0097 mg/L 0.0500 c0.0097 120 80-120 0.00 25 

- - - - - 

- -_ - --- - ___ Source: 60201 77-01 Prepared & Analyzed: 02/09/06 -___ -- 

Matrix Spike Dup (B680241-MSD3) Source: 6020441-01 Prepared & Analyzed: 02/09/06 
Cyanide, Totar- 0.059 0.0097 mg/L 0.0500 ~0.0097 118 80-120 0.00 25 

- -. __- - - --__ - 

Batch 6660283 - NO PREP 

Blank (B6B0283-BLKl) 
Total Dissolved Solids <1 1 mg/L 

Prepared & Analyzed: 02/10/06 __- - - . - _- __ -- -. . _ __ __ __ - .. - __._ -_ - - __ -_ - _. I.___ 

Legend Technical Services of Arizona, Inc. 
Certifications: AZ #0004 M N  #004--999-387 AlHA #lo2982 accordance with the chain of custody document. This 

The results in this report apply to the samples analyzed in 

analytical report must be reproduced in its entirety. 
Page 11 of 17 



Chi,no Meadows II Water Company 
P.O. Box 350 Project Number: Wineglass Well (55-9021 69) Reported: 
Chino Valley, AZ 86323 Project Manager: Dewey Levie 03/03/06 14:39 

Project: 2006 New Source 

Inorganic Chemistry - Quality Control 

Legend Technical Services of Arizona, Inc. 

Reporting Spike Source %REC RPD 
Analyte Result Limit Units Level Result %REC Limits RPD Limit Notes 

Batch B6B0283 - NO PREP 

Duplicate-(B6B0283-DUPl) - .- -_ _ _  
Total Dissolved Solids 

__-_ Source: 602031 3-01 Prepared & Analyzed: 02/10/06 - -_____ 
195 1 mglL 201 3.03 5 

_ _  - -  Source: 6020334-01 Prepared & Analyzed: 02/10/06 
--_x--- _ _  _ _  - - - _-_- - . _- - Duplicate (B6B0283-DUP2) 

Batch 8680322 - NO PREP 

T&l DissolvedSolids 81 6 1 mg/L 828 1.46 5 

Prepared & Analyzed: 02/13/06 -____ ___~________ .  - .~ Blank - - - (B6B0322-BLKl) . - _ _  _. . __ ___ __ - 
Nitrate + Nitrite co.10 0.10 mglL 

- - - - Prepared & Analyzed: 02/13/06 - - - __ _I_____ 

_ LCS - - (B6B0322-BSl) _. - - -. 

Nitrate + Nitrite 9.99 0.10 mglL 10.0 99.9 80-120 

LCS DUP -. (B6B0322-BSDl) _- - 
Nitrate + Nitrite 9.77 0.10 mglL 10.0 97.7 80-120 2.23 25 

_____ __ ___ -_______ Prepared & Analyzed: 02/13/06 
--- _- - - -~ - .- ._ - ____ 

Source: 6020437-01 Prepared & Analyzed: 02/13/06 
~ - _ _ _ _ -  ______ Matrix Spike (B6B0322-MS1) - -_ 

Matrix Spike Dup (B6B0322-MSDl) . - - -. - 

Batch B6B0352 - NO PREP 

Nitrate +-Nitrite 23.5 0.10 mglL 10.0 16.9 66.0 80-120 M2 

- __- - - . __ ___ Source: 6020437-01 Prepared & Analyzed: 02/13/06 
- - _- - __ __ __ __ 

Nitrate + Nitrite 23.6 0.10 mg/L 10.0 16.9 67.0 80-120 1.50 25 M2 

Blank (B6B0352-BLKl) Preoared & Analvzed: 02/13/06 
Fluoride c0.20 0.20 mglL 

Legend Technical Services of Arizona, Inc. 
Certifications: A 2  #0004 MN #004--999-387 AlHA #lo2982 

The results in this report apply to the samples analyzed in 
accordance with the chain of custody document. This 
analytical report must be reproduced in its entirety. 

Page 12 of 17 



Chino Meadows II Water Company 
P.O. Box 350 Project Number: Wineglass Well (55-9021 69) Reported: 
Chino Valley, AZ 86323 

Project: 2006 New Source 

03/03/06 14:39 Project Manager: Dewey Levi9 

Inorganic Chemistry - Quality Control 
Legend Technical Services of Arizona, Inc. 

Reporting Spike Source %REC RPD 
Analyte Result Limit Units Level Result %REC Limits RPD Limit Notes 

Batch 8680352 - NO PREP 

Blank (B6B0352-BLK2) Prepared & Analyzed: 02/13/06 
Fluoride <0.20 0.20 mg/L 

LCS (B6B0352-BSI) - -. - - Prepared & Analyzed: 081 3/06 
- - - - . - - 

Fluoride 3.04 0.20 mglL 3.00 101 80-120 

LCS DUD (B6B0352-BSD1) Prenared & Analvzed: 02/13/06 
Fluoride 3.05 0.20 mg/L 3.00 102 80-120 0.985 25 

Source: 602041 0-01 Prepared & Analyzed: 02/13/06 _- __ ___ - __ . - - -- __ __ _____ __ - Matrix Spike (B680352-MSl) -- -- - - _ -__  
Fluoride 12.1 0.20 mg/L 3.00 9.32 92.7 80-120 

Matrix Spike (B6B0352-MS2) - - - . 

Fluoride 
_-__ . -.. . .- 

Source: 6020503-08 Prepared & Analyzed: 02/13/06 _ - -- - - __ - 
4.00 0.20 mg/L 3.00 1.03 99.0 80-120 

Source: 602041 0-01 Prepared & Analyzed: 02/13/06 
I.I___ ______ --__ ___ .- Matrix Spike Dup - (B6B0352-MSDl) - - - -. 

Matrix Spike Dup (B6B0352-MSD2) -_- ___ - -. - 

Fluoribe 12.2 0.20 mg/L 3.00 9.32 96.0 80-120 3.50 25 

Source: 6020503-08 Prepared & Analyzed: 02/73/06 - - - -. -_ - - - ~ -____ ___ 
Fluoride 4.02 0.20 mg/L 3.00 1.03 99.7 80-120 0.705 25 

Batch B6B0457 - NO PREP 

Blank _.. (B6B0457-BLKl) _ _  - - 

Total Alkalinity <lo  10 mg/L 

Prepared & Analyzed: 02/16/06 
--___. ____ 

Prepared & Analyzed: 02/16/06 - - -. - -_ - ._ __ - ._ _ _  -_ ______._____ _. - _ _  - LCS (B6B0457-BSl) - __ 
Total Alkalinity 193 10 mg/L 200 96.5 80-120 

Legend Technical Services of Arizona, Inc. 
Certifications: AZ #0004 MN #004--999-387 AlHA #I02982 

The results in this report apply to the samples analyzed in 
accordance with the chain of custody document. This 
analytical report must be reproduced in its entirety. 
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Chino Meadows I I  Water Company 
P.O. Box 350 Project Number: Wineglass Well (55-9021 69) Reported: 
Chino Valley, AZ 86323 Project Manager: Dewey Levie 03/03/06 14:39 

Project: 2006 New Source 

Inorganic Chemistry - Quality Control 
Legend Technical Services of Arizona, Inc. 

I Analyte 
Reporting Spike Source %REG RPD 

Result Limit Units Level Result %REC Limits RPD Limit Notes 

Batch 8680457 - NO PREP 

LCS DUD (B6B0457-BSD1) PreDared & Analvzed: 02/16/06 
Total Alkalinity 192 10 mglL 200 96.0 80-120 0.519 25 

_______ __ - Source: 6020327-01 Prepared & Analyzed: 02/16/06 
-- --- ._ _ _ ~ _  Duplicate - - -_ (B6B0457-DUPl) __ - - - 

Total Alkalinity <10 10 m g L  87 200 

Matrix Spike (B6B0457-MS1) 
Total Alkalinity 

- - - - - - - . - Source: 6020410-01 Prepared & Analyzed: 02/16/06 
- ----___ - - __ ___ 

420 10 mglL 200 1390 NR 80-120 
.. 

M2 

Source: 6020410-01 Prepared & Analyzed: 02/16/06 _- -. .- - _- - - __ - - - _ _  - - __ - - - - __ . Matrix Spike _ _ -  Dup (B6B0457-MSDl) . 

Total Alkalinity 423 10 mglL 200 1390 NR 80-120 0.712 25 M2 

Legend Technical Services of Arizona, Inc. 
Certifications: AZ #0004 MN #004--999-387 AlHA #702982 

The results in this report apply to the samples analyzed in 
accordance with the chain of custody document. This 
analytical report must be reproduced in its entirety. 
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Chino Meadows II Water Company 
P.O. Box 350 Project Number: Wineglass Well (55-9021 69) Reported: 
Chino Valley, AZ 86323 Project Manager: Dewey Levie 03/03/06 14:39 

Project: 2006 New Source 

Herbicides - Quality Control 
Legend Technical Services of Arizona, Inc. 

Reporting Spike Source %REC RPD 
Analyte Result Limit Units Level Result %REC Limits RPD Limit Notes 

Batch B6B0214 - Default Prep GC-Semi 

___ ___ Prepared & Analyzed: 02/08/06 _____-- ___-. . .____.___ _. Blank (B6B0214-BLKl) . - - . 

Glyphosate <0.006 0.006 mg1L 

LCS (B6B0214-BSl) Prepared & Analyzed: 02/08/06 - - - - -  - . - - _.- -- - - . __ 
Glyphosate 0.080 0.006 mglL 0.0800 100 70-130 

LCS DUP (B660214-BSDl) _- -- - 
GI yphosate 

- - -. . . 
Prepared & Analyzed: 02/08/06 

-.. - .- 

0.079 0.006 mg/L 0.0800 98.8 70-130 1.21 25 

Matrix Spike (B6B0214-MSl) .- . _ _  . 

Glyphosate 
Source: 6020410-01 Prepared & Analyzed: 02/08/06 - . -- - - - _ _ _ _ _ _ _ ~ _ _ _ _ _ _  - 

0.093 0.006 mg/L 0.100 do06 93.0 70-130 

Legend Technical Services of Arizona, Inc. 
Certifications: AZ #0004 MN #004--999-387 AlHA #I02982 

The results in this report apply to the samples analyzed in 
accordance with the chain of custody document. This 
analytical report must be reproduced in its entirety. 
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Chino Meadows II Water Company 
P.O. Box 350 Project Number: Wineglass Well (55-9021 69) Reported: 
Chino Valley, AZ 86323 Project Manager: Dewey Levie 03/03/06 14:39 

Project: 2006 New Source 

INORGANICS - Quality Control 
Del Mar Analytical - Phoenix 

Reporting Spike Source %REC RPD 
Analyte Result Limit Units Level Result %REC Limits RPD Limit Notes 

Batch P6B1610 - General Prep - IC 

Blank (P6B1610-BLKl)  _ _ _  - 
Sulfate ND 0.50 rngll 

- Prepared & Analyzed: OD1 6/06 - __ - -_ - _____ ___ _________ . _ _  _-_ - 

Prepared & Analyzed: 02/16/06 _ _  - -__ .. ____-__ _- - __ - LCS (P6B1610-BSl )  _ _  - 

Sulfate 5.21 0.50 mg/l 5.00 104 90-110 

LCS DUP (P6B1610-BSD1) _ _  - 
Sulfate 5.19 0.50 mgll 5.00 104 90-110 0.4 15 

Prepared & Analyzed: 02/16/06 
- - - __ ___ - ______ - -_ _ _  

Source: PPB0522-04RR'repared & Analyzed: 02/16/06 - . 4 ~  5.0 _ _ _ ~  - - . - - - . __ - __ _ _  Matrix Spike (P661610-MS1) - _ _  __ . 
Sulfate mgll 50.0 ND 

Matrix Spike Dup (P6B1610-MSDl)  
Sulfate 52.2 5.0 mg/l 50.0 ND 104 80-120 2 15 

103 80-120 

__ - - Source: PPB0522-04RR'repared & Analyzed: 02/16/06 -- - - - - - _ _  _______ 

Legend Technical Services of Arizona, Inc. 
Certifications: A2 #0004 MN #004--999-387 AlHA #lo2982 

The results in this report apply to the samples analyzed in 
accordance with the chain of custody document. This 
analytical report must be reproduced in its entirety. 
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Sub-contract Data 



Arizona Department of Environmental Quality 
Drinking Water Additional Radiochemical Analysis Report 

***Samples To Be Taken At POE Only*** 

System ID System Name 

Sample Date Sample Time Owner/Contact Person 
02/07/2006 09:30 

POE# Owner/Contact Fax Number 

COMPLIANCE SAMPLE TYPE a Reduced Monitoring 

0 Quarterly 

Date Q1 Collected 

Date 42 Collected 

Composite of four quarterly samples Date 4 3  Collected 

Date 4 4  Collected 

***RADIOCHEMICAL ANALYSIS* * * 
>>>To be filled out by laboratory personnel<<< 

Analysis MCL Reporting Contaminant Cont. Analyses Result Exceed 
Method Limit Name Code RunDate MCL 

4.854.7 15 pCi/L Adjusted Gross Alpha 4000 0211 3/2006 

600/00-02 3 pCi/L Gross Alpha 4002 0211 3/2006 50.454.4 

7500 - Rn Radon 4004 

00-07 30 pg/L (reserved) Combined Uranium 

Uranium 234 
Uranium 235 
Uranium 238 

5 pCi/L 1 pCi/L Combined Radium(226,228) 

4006 

4007 

4008 
4009 

4010 02/15/2006 <0.3 

903.1 1 pCi/L Radium 226 4020 02/15/2006 <0.2 

904.0 1 pCi/L Radium 228 4030 02/15/2006 <0.3 
***LABORATORY INFORMATION* * * 

>>>To be filled out by laboratory personnel<<< 
Specimen Number: 602041 0-01 

Lab ID Number: AZO462 Lab Name: Radiation Safety Engineering, Inc. 

Comments: 26679 Authorized Signature: & e&&-, v 

Date Public Water System Notified: 
DWAR 6: 2003 



, 

, 
Website: www.radsafe.com FAX [4801 892-5446 

Uranium 
Activity 
Method 

00-07 
(pCi/L) 

Sample ID 
Adjusted 

Gross 
Alpha 
(pCi/L) 

602041 0-01 

Radiochemical Activity in Water (pCi/L) 

Legend Technical Services of Arizona 
17631 North 25th Avenue 

Phoenix, AZ 85023 

Sample Received: February 9,2006 
Analysis Completed: February 17,2006 

Gross 
Alpha 

Activity 
Method 

600/00-02 
(pCi/L) 

50.4 2 4.4 

I 
45.6 2 1.5 I 4.8 24.7 

Radium 
226 

Activity 
Method 

903.1 
(pCi/L) 

<0.2 

Radium 
228 

Activity 
Method 

904 
(pCi / L) 

<0.3 

/3%3@70y5 
Robert L. Metzg r, Ph.D., C.H.P. 

http://www.radsafe.com


<> De 
17461 Derian Ave.. Suite 100, Irvine. CA 92614 (949) 261-1022 FAX (949) 260-3297 
1014 E. Cooley Dr.. Suite A, Colton, CA 92324 (9OQ) 370-4667 FAX (009) 370-1046 

9484 Chesapeake Dr., Suite 805, San Diego. CA 92123 (858) 505-8596 FAX (858) 505-9689 
9830 South 51st St., Suite 8-120, Phoenix, AZ 85044 (480) 785-0043 FAX (480) 785-0851 

2520 E. Sunset Rd. #3, Las Vegas. NV 89120 (702) 798-3620 FAX (702) 798-3621 Mar Analytical 

LABORATORY REPORT 
Prepared For: Legend Technical Services of Arizona Project:60204 10 

1763 1 N. 25th Ave. 
Phoenix, AZ 85023 
Attention: Franklin Holly Sampled: 02/07/06 

Received: 02/08/06 
Issued: 02/20/06 0:52 

NELAP #O 1 109CA Arizona DHS#AZ0426 

The results listed within this Laboratory Report pertain only to the samples tesfed in the laboratory. The analyses contained in this report 
were performed in accordance with the applicable certifications as noted. All soil samples are reported on a wet weighf basis iinless 

ofherwise noted in the report. This Laboratory Report is confidential and is intended for the sole use of Del Mar Analytical and its clienf. 
This report shall not be reproduced, except in full, without writfen permission from Del Mar Analytical. The Chain of Custo& I page, is 

included and is an integral part of this report. 
This entire report was reviewed and approved for release. 

LABORATORY ID 
PPB0270-01 

CASE NARRATIVE 

CLIENT ID 
60204 10-0 1 

MATRIX 
Water 

SAMPLE RECEIPT: 

HOLDING TIMES: 

PRESERVATION: 

QNQC CRITERIA: 

COMMENTS: 

Samples were received intact, at 5OC, on ice and with chain of custody documentation 

All samples were analyzed within prescribed holding times andor in accordance with the Del Mar 
Analytical Sample Acceptance Policy unless otherwise noted in the report 

Samples requiring preservation were verified prior to sample analysis 

All analyses met method criteria, except as noted in the report with data qualifiers 

No significant observations were made. 

SUBCONTRACTED: No analyses were subcontracted to an outside laboratory. 

Reviewed By: 

Del Mar Analytical - Phoenix 
Karen Maxwell 
Regional Account Manager 

PPBOZ 70 <Page I of 5> 



17461 Derian Ave.. Suite 100, Itvine, CA 92614 (949) 261-1022 FAX (949) 260-3297 
1014 E. Cooley Dr., Suite A, Colton, CA 92324 (909) 370-4667 FAX (909) 370-1046 

9484 Chesapeake Dr.. Suite 805, San Diego, CA 92123 (858) 505-8596 FAX (858) 505-9689 
9830 South 51st St., Suite 8-120. Phoenix, AZ 85044 (480) 785-0043 FAX (480) 785-0851 

2520 E. Sunset Rd. #3, Las Vegas, NV 89120 (702) 798-3620 FAX (702) 798-3621 <> Del Mar Analytical 
Legend Technical Services of Arizona 
1763 I N. 25th Ave. 
Phoenix, AZ 85023 
Attention: Franklin Holly 

Project ID: 6020410 

Report Number: PPB0270 
Sampled: 02/07/06 
Received: 02/08/06 

INORGANICS 
Reporting Sample Dilution Date Date Data 

Analyte Method Batch Limit Result Factor Extracted Analyzed Qualifiers 

Sample ID: PPB0270-01 (6020410-01 - Water) 

S u I fa te EPA 300.0 P6B1610 5.0 60 10 2/16/2006 2/16/2006 
Reporting Units: mg/l 

Del Mar Analytical - Phoenix 
Karen Maxwell 
Regional Account Manager 

The resulis pertain only to the samples tested in the laboratory. This report shall not be reproduced, 
except in full, ivithoul written permission from Del Mar Analytical. PPBM70 <Puge 2 of 5> 



, - - - - r -, r -  

9830 Souih 5lstSt., Suite B-12- 8 3 0 ~ ~ ~ ~  
2520 E. Sunset Rd. #3, Las Vegas, NV 89120 (702) 798-3620 FAX (702) 798-3621 vel iviar maiytrcal 

Sampled: 02/07/06 
Report Number: PPB0270 Received: 02/08/06 

METHOD BLANWQC DATA' 

INORGANICS 
Reporting 

Analyte Result Limit 

Batch: P6B1610 Extracted: 02/16/06 

Blank Analyzed: 02/16/2006 (P6B1610-BLKl) 

LCS Analyzed: 02/16/2006 (P6B1610-BSl) 
Sulfate 5.21 0.50 

LCS Dup Analyzed: 02/16/2006 (P6B1610-BSDl) 
Sulfate 5.19 0.50 

Sulfate ND 0.50 

Matrix Spike Analyzed: 02/16/2006 (P6B1610-MSl) 
Sulfate 51.4 5.0 

Matrix Spike Dup Analyzed: 02/16/2006 (P6B1610-MSDl) 
Sulfate 52.2 5.0 

Spike Source YoREC RPD Data 
Units Level Result %REC Limits RPD Limit Qualifiers 

ingA 5.00 104 90-110 

mgll 5.00 104 90-110 0 15 

Source: PPB0522-04RE1 

Source: PPB0522-04RE1 

mg/l 50.0 ND 103 80-120 

ing/l 50.0 ND 104 80-120 2 15 

Del Mar Analytical - Phoenix 
Karen Maxwell 
Regional Account Manager 

The results pertain only to the samples tested in the laboratour. This report shall not be reproduced, 
except in fullp without nrritlen perniissiori from Del Mar Analytical. PPB02 70 < P q e  3 of 5,  



17461 Derian Avs., Suite 100, Irvine, CA 92614 (949) 261-1022 FAX (949) 260-3297 
1014 E. Cooley Dr., Suite A, Colton, CA 92324 (909) 370-4667 FAX (909) 370-1046 

9484 Chesapeake Dr., Suite 805, San Diego, CA 92123 (858) 505-8596 FAX (858) 505-9669 
9830 South 51st St.. Suite 6-120, Phoenix, AZ 85044 (480) 785-0043 FAX (480) 785-0851 

2520 E. Sunset Rd. #3, Las Vegas, NV 89120 (702) 798-3620 FAX (702) 798-3621 . Del Mar Analytical 

17631 N. 25th Ave. Sampled: 02/07/06 
Phoenix, A 2  85023 Report Number: PPB0270 Received 02/08/06 
Attention: Franklin Holly 

DATA QUALIFIERS AND DEFINITIONS 
Analyte NOT DETECTED at or above the reporting limit or MDL, if MDL is specified. ND 

RPD Relative Percent Difference 

Del Mar Analytical - Phoenix 
Karen Maxwell 
Regional Account Manager 

The results pertain only to the samples tested in the laboratoty. This report shall not be reproduced, 
except in full, without written permission froni Del Mar Analytical. PPBOZ 70 <Page 4 of 5> 



17461 Derian Ave., Suite 100, Imine, CA 92614 (949) 261-1022 FAX (949) 260-3297 
1014 E. Cooley Dr.. Suite A, Colton, CA 92324 (909) 3704667 FAX (909) 370-1046 

9484 Chesapeake Dr., Suite 805, San Diego. CA 92123 (858) 505-8596 FAX (858) 505-9689 
9830 South 51st St., Suite 13-120, Phoenix, A2 85044 (480) 785-0043 FAX (480) 785-0851 

2520 E. Sunset Rd. #3, Las Vegas, NV 89120 (702) 798-3620 FAX (702) 798-3621 . @ Del Mar Analytical 
Legend Technical Services of Arizona Project ID: 6020410 

Sampled: 02/07/06 
Report Number: PPB0270 Received: 02/08/06 

Certification Summary 
Del Mar Analytical - Phoenix 

Method Matrix Nelac Arizona 

EPA 300.0 Water X 
Nevada and NELAP provide analyte specific accreditations. Analyte spec@c information for Del Mar Analytical may be obtained by 
contacting the laboratory or visiting our website at www. dmalabs.com. 

Del Mar Analytical - Phoenix 
Karen Maxwell 
Regional Account Manager 

The results perfain on& 10 fhe samples tested in the laborafoy This report shall not be reproduced, 
excepi in full, wirhoui wrilien permission from Del Mar Analyfical. PPBO270 <Ptige 5 of 51 

http://dmalabs.com


PO Number: 06-0019 1 Legend Technical Services of Arkona, Inc. 

* SUBCONTRACT ORDER 
602041 0 

1 I 

0 I ABORATORY; PEC+MNO LABORATORY; 

Lagend Technical Services of Arizona, Inc. 

Analysis Due Explres r m P J e  Type Sample Comments 

17631 North 25th Avenue 
Phoenix, AZ 85023 
Phone: 602-324-6100 

Project Manager: Franklin Holly 

Smpnpk ID  6020410-01 Drinking W- Sampled:O2D7/06 08 mposite NIA FOR COMPLIANCE 
Sulfate 02122/08 09:OO 03/07/06 Od30 
Containers Supplied: 

03-250mL Plastic Cool to 4' C (I) 

Del var Analytical 
983 South 51st Street, Suite 8120 
Pho nix, AZ 85044 
Pho e :480-785-0043 
Fax: (480) 785-0851 

~~ drdeone 

4 Fax: 602-324-6101 

t 
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Client: Legend Technical Services of Arizona, Inc. 
. Attn: Lisa Sutherland 

17631 North 25th Avenue 
Phoenix, AZ 85023 

Water Quality Report 
South Bend Offlce 
110 South Hill Street 
South Bend, IN 4661 7-2702 USA 
www.ut.com/water 
tel: 1 574 233 4777 
fax: 1 574 233 8207 
Customer Service: 1 800 332 4345 

LABORATORY REPORT 

Report: 160023 

Priority: Standard Written 

Status: Final 

ID Number: AZO432 

Sampling Point: 602041 0-01 

Samples Submitted: Seven drinking water samples and one laboratory trip blank 

Copies to: Franklin Holly 

Date: 02/07/06 Time: 09:30 By: Client Date: 02/10/06 Time: 09:15 
----___-_-_____.- Collected- _ _ _ _  -_--- ---__ --__ ----------*_----- Received ____r_ -____-_ - -C___  

REPORT SUMMARY 

None of the analytes included in the detailed parameter list were detected in the sample submitted for analysis. 

Note: Sample container for Method 504.1 LTB was provided by the client. 

Detailed quantitative results are presented on the following page. 

We appreciate the opportunity to provide you with this analysis. If you have any questions concerning this 
report, please do not hesitate to call us at (574) 233-4777. 

Note: This report may not be reproduced, except in full, without written approval from Underwriters 
Laboratories Inc. (UL-SBN). UL-SBN is accredited by the National Environmental Laboratory Accreditation 
Program (NELAP). This report satisfies the requirements of your project but has not been prepared to comply 
with NELA P reporting requirements. 

, 

1 .  



Client: Legend Technical Services of Arizona, Inc. 

Sampling Point: 602041 0-01 
I PARAMETER 1 SDWA ITriggerIMRL'I Results 1 MCL 

Report: 160023 

ID Number: AZO432 
Extraction I Analvsis I Lab 

0211 6/06 02/20/06 1380086 
0211 6/06 02/20/06 1380086 
0211 6/06 02/20/06 1380086 
02/16/06 02/20/06 1380086 
0211 4/06 0211 5/06 1380085 - _. . . . - - - _. . -. - - . .___- 

02/16/06 02/20/06 1380086 
0211 6/06 0212OlO6 1380086 
0211 4106 0211 5106 1 380085 
0211 6/06 02/20/06 1380086 
0211 6/06 02/20/06 1380086 
0211 4/06 0211 5/06 1 380085 
02/13/06 0211 4/06 1380087 
0211 3/06 0211 4/06 1380087 
0211 6/06 02/20/06 1380086 
0211 3/06 0211 4/06 1380087 
0211 6/06 02/20/06 1380086 

I I 

02/15/06 I 02/15/06 I 1380088 I I 

* UL-SBN has  demonstrated it can achieve these report limits in reagent water, but can not document them in all sample matrices. 
f Any positive Aroclor result would require analysis for total PCB as decachlorobiphenyl by = 0.0005 mg/L). 

Underwriters Page 2 of 2 
aboratories Inc., , 



Legend Technical Services of Arizona, Inc. PO Number: 06-0023 

SUBCONTRACT ORDER 

602041 0 

SENDING LABORATORY; RECEIVING LABORATORY 

Legend Technical Services of Arizona, Inc. Undetwriter's Laboratories 
17631 North 25th Avenue 1 I O  S. Hill Street 
Phoenix, AZ 85023 South Bend, IN 46617 
Phone: 602-324-6100 Phone :(800) 332-4345 
Fax: 602-324-6101 Fax: (574) 233-8207 
Project Manager: Franklin Holly 

amp * ype Sample Comments ' n Analysis Expires 

Sample I D  6020410-01 Drinking W. Sampled:02/07/06 09:30 (Grab,domposite N/A FOR COMPLIANCE 
549-Subcontract 02/22/06 09:OO 02/14/06 09~30 c) /3  8 0 0 0  
548-Su bcontract 02/22/06 09:OO 02/14/06 09:30 LZ) ]3gmg+ 
531-Subcontract 02/22/06 09:OO 02/21/06 09:30 cz) )3800es 
525-Subcontract 02/22/00 OQ:OO 02/21/06 09:30 Lz) ) 3 8 Wg b 
51 5-Subcontract 02/22/06 09:OO 02/21/06 09:30 C?J) / ad0087 
505-Su bcontract 02/22/06 09:OO 02/21/06 09:30 (t) 380088- 
504-Subcontract 02/22/06 09:OO 02/21/06 09:30 Cz) 1380089 
Containers Supplied: 

20-5OOmL Amber Plastic wl.SI0-40mL Sodlum Thiosulfate 10-40mL Sodium Thiosulfate 10-40mL Sodium Thiosulfate 10-40mL Sodium Thiosulfate 
.T. & H2S04 (AB) Clear Vial Cool to 4' C (M) Clear Vial Cool to 4' C (N) 
1 IgOmL Amber Glass Vial w 11-40mL Amber Glass Vial w 11-4OmL Amber Glass Vial w 07-1OOOmL Amber Glass pH 07-1OOOmL Amber Glass pH 
/Sodium Sulfite (12) I Sodium Sulfite (R) I Sodium Sulfite (S) 
14-40mL Na2S03 + MCAA 14-40mL Na2S03 + MCAA 10-40mL Sodium Thiosulfate 10-40mL Sodium Thlosulfate 
Clear Vial; Cool to 4' C 0 Clear Vial; Cool to 4" C (W) Clear Vial Cool to 4' C (X) 

- circle one 
/ 

Q f i  J, 

Clear Vial Cool to 4" C (0) 

<2 w/ SS & HCI (T) 

Clear Vial Cool to 4" c (Y) 

Clear Vial Cool to 4' C (P) 

<2 wl SS 8, HCI (U) 

I 

Date Time 

Date Time R e c e i v e d w  0 Date Time Released By 

i Page 1 of 



Analytical '* 
I / www.pacelabs.com 

Report Prepared for: 

I Client Services 
Legend Tech Services of Ariz. 
1763 1 North 25th Avenue 
Phoenix AZ 85023 

REPORT OF 
LABORATORY 

ANALYSIS FOR 
2,3,7,8=TCDD 

Report Summary: 

This report contains results of one drinking water sample 
analyzed to determine 2,3,7,8-TCDD content. This sample 
was analyzed according to Method 16 13 by High 
Resolution Gas Chromatography/High Resolution Mass 
Spectrometry. 

invoicing & Reporting Options: 

The report provided has been invoiced as a Level 2 
Drinking Water Report. If an upgrade of this report 
package is requested, an additional charge may be applied. 

Please review the attached invoice for accuracy and 
forward any questions to Mr. Nate Habte, your Pace 
Project Manager. 

Report Prepared Date: 

February 2 1,2006 

Report Information: 

Pace Project #: 1027717 
Sample Receipt Date: Feb 10,2006 
Client Project #: 
Client Sub PO #: 
State Certification: A20014 

This report has been reviewed and prepared by: 

Mr. Natnael Habte, Project Manager 

(612) 607-6444 (fax) 
Natnael.Habte@pacelabs.com 

(612) 607-6407 

Report of Laboratory Analysis 
This report should not be reproduced, except in full,  

without the written consent of Pace Analytical Services, Inc. 

http://www.pacelabs.com
mailto:Natnael.Habte@pacelabs.com


........ -_-___ 

. Legend Technical Services of Arizona, Inc. PO Number: 06-0024 
SUBCONTRACT ORDER 

6020410 

SENDING LABORATORR RECEIVING LABORATORY: 
Legend Technical Services of Arizona, Inc. Pace Analytical Services 
17631 North 25th Avenue 1700 Elm Street, Suite 200 
Phoenix, AZ 85023 Minneapolis, MN 55414 
Phone: 602-324-61 00 Phone $312) 607-1700 
Fax: 602-324-6101 Fax: (612) 607-6444 
Project Manager: Franklin Holly 

Sample Type Sample Comments Analysls Due Expires 
Sample ID: 602041 0-01 Drinklng W. Sam~led02/07/06 09:30 (Erab9omposite N/A FOR COMPLIANCE 

~ ~ ~ 7 7 ~  7 

~ 

circle one 

161 3-Subconlract O Z I Z Z I O ~  09:oo 05/08/06 o w 0  - 
I Containers Supplied: 

02-1000mL Amber Glass 
Cool lo 4' C (AC) 

02-1000mL Amber Glass 
Cool to 4' C (AD) 

Page 1 of 
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Client Name: 

Courier: a Fed Ex UPS USPS 0 Client 0 Commercial Pace Other 

Custody Seal on Co Preaefti: 0 yes p n o  

Packing Material: mubble  Wrap 6 u b b l e  Bags n N o n e s O t h e r  

SealsInbct: 0 yes 0 no 

Nt arrtainers needing p n w r r a h  are m9 to be in 
ampilance with €PA reaxnmendalion. 

exgpuoOa: VOA. cdlknn. TOC. 060, WI-DRO (waled 

Samples checked for dechlorlnatlon: 

aye, ONo SA 
Oyer 6 0  

Oyer ONo &A 

Type of Ice:@ Blue None 

Blologlcal Tlrrue Is Frozen: Ye. No 

0 Samples on Ice, cooling process has begun 

Comments: 
Cooler Temperature 

I I 

- 
Inlll.1 when complebd 

14. 

1. I 

- 
Trip Blank Present: 0Y.a o D N A  

Trip Blank Custody Seals Present $ f l Y w  F o  U N A  

Pace Trip Blank Lot # (if purchased): 

3. 

A I 

16. 

0. 

Q. 

11. 

12. 

1 -Includes date/time/lD/Analysls Matrix: hj 
~ l (  conblnon m d l n o  prslsrvatkn how been checked. 

aye, ONo -$,+,A 13, 

Went Notlflcrtlonl Rerolutlon: Fleld Dab Required? Y l  N 

Person Contacted: Dateflirne: 

Comments/ Resolu!ion: 

i 

ProJect Manager Revlow: N4& Date: <'\l.A It$., 

Note: Whenever there is a discrepancy affecting North Carolina uxnpliance samples, a copy of this form will be sent to the North Carolina DE"R 
CerUflcation Omca ( Le out of hold, incorrect preservallve, out of temp, incorrect conblners) 

ALLCOOJrev.2. 10June2005 
- .. _ _ _  . --_ v -_ 



Pace Analytical Services, Inc. 
1700 Elm Street - Suite 200 

Minneapolis, MN 55414 

i -  Drinking Water Analysis Results 
2,3,7,8-TCDD -- USEPA Method 1613B 

Tel: 61 2-607- I700 
Fax: 612-607-6444 

Sample ID. ................. 6020410-01 
Client ........................... Legend Tech Services of Ariz. 
Lab Sample ID ............ 1027717001 

Date Collected.. ........... 02/07/2006 
Date Received ............. 02/10/2006 
Date Extracted ............ .02/14/2006 

Sample Method Lab 
1027717001 Blank Spike 

[ 2,3,7,8-TCDD] ND ND -- 

RL 5 P g k  5 P g k  -- 

2,3,7,8-TCDD Recovery -- 

Spike Recovery Liinit -- -- 73-146% 

IS Recovery 

IS Recovery Liinits 3 1 - 1 3 7% 31-137% 25-141% 

CS Recovery 87% 90% 91% 

CS Recovery Liinits 42- 164% 42- 164% 37- 158% 

Filename T602 1 6C-10 T602 16C-03 T602 16C-02 
Analysis Date 02/16/2006 02/16/2006 02/16/2006 
Analysis Time 19:42 16:07 15:36 
Analyst BPG BPG BPG 
Voluine 1.023L 0.983L 1.014L 
Dilution NA NA NA 
CCAL Filename T602 16A-02 T602 16A-02 T602 16A-02 

! 
ND = Not Detected 
RL = Reporting Limit 
Limits 
IS = Internal Standard [2,3,7,8-TCDD-’3Clz] 
cs = Cleanup Standard [2,3,7,8-TCDD-37C14] 

= Outside the Control Limits 

= Control Limits from Method 16 13 (1 0/94 Revision), Tables 6A and 7A 

Project No .............. 1027717 



Determination of Asbestos in Water using TEM 

I JobNumber: 1 200600923 1 
Client: 

BOUN LABORATORIES INC 
17631 N 25TH AVE 
PHOENIX, A 2  85023-0000 
Office Phone: (602) 324-6100 
FAX : (602) 942-1050 

#Samples: 1 TEM Rec: 2/8/2006 Method: EPA 100.1 TEM Water 
Client Job: 6020410 PO Number: 06-0021 
Report Date: 2/15/2006 Date Analyzed: 2/15/2006 Routing Number: - 
Method and Analysis Information: Fiberquant Internal SOP: TEMw 

water In 1 L containers having about 200 mi headspace for shaking. There is a 48 hr deadline between the time the sample is taken and the time it is 
filtered to minlmlze loss of asbestos fibers due to biological interference. Each sample is shook for 1 minute, and uitrasonicated for at least 10 
minutes, shaking every 5 minutes to disperse any fibers that are present. A measured amount of sample is then filtered through a 0.1 um pore size 
polycarbonate filter, backed by a 5 um pore size MCE fliter and a glass frit. Several volumes of liquid may be filtered for each sample in order to 
assure that a properly loaded sample is obtained. A portion of each resulting filter (and blanks) Is then coated with 100-200 urn of carbon in a Denton 
502A Carbon Evaporator. The carbon encapsulates all of the larger and most of the smaller particulate on the filter. Three mm square pieces of the 
coated filter are placed on three or more copper TEM grids, and the original fllter material Is dissolved away In a Jaffe wick and/or condensation 
washer. The finished replica in carbon containing the particulate is then examined on a JEOL 1200 or Phillips CM 10 transmission electrom microscope 
at 10,000 to 20,000~ magnification. All asbestos flbers >10um in length are tabulated and characterized as asbestos or non-asbestos using a 
comblnatlon of morphology, electron dlffraction Characteristics, and elemental composition. The result is Calculated In millions of fibers per liter 
(MFL). The grid Is scanned until 20 grid openings have been observed, or until an anaiytlcai sensitivity (the hypothetical observation of one fiber) of  
0.2 MFL has been reached. The nominal 20 grid opening cut-off is used for those samples containing so much non-asbestos particulate that the 
desired anaiytlcai sensitivity is Impractical to attain. 

Fiberquant maintains Arizona Environmental Laboratory license #A20633 covering EPA Method 100.1. 

up to 1.00 for analyses in which only a few asbestos fibers are counted. 

analyzed at the rate of one per 25 samples analyzed. Each analyst has sultable background credentlals, such as at least a bachelor's degree In 
geology or chemistry, and has undergone extensive 2-6 month training in TEM techniques and mineralogy speciflc to TEM asbestos analysis before 
being allowed to perform client analyses. Unknown reference samples are routinely identified to ensure that each analyst can collect and correctly 
interpret TEM information. The TEM is aligned and its performance checked daily. Magnification, electron diffraction pattern size, and analytical 
performance characteristics are calibrated routlnely. Samples are re-analyzed sometimes by the same analyst and sometimes by a different analyst In 
order to determine accuracy and precision. The total of QC analyses (blanks + recounts) are greater than 1Oo/o of analyzed samples. Each analyst 
participates in lnteriab round robins and proficiency testing in order to show correlation to other lab's analyses. Because TEM Samples are not 
analyzed in batches, which would be traditional for most water analyses, and not every blank is read, and not every sample has a duplicate or 
replicate analysis associated with it, it is not possible to include a traditional QC report with the analysls. QC reports are produced monthly, and are 
available on request. All quality checks performed for these samples were in control except as detailed in the "Analytical Notes" below. Flberquant is 
accredited by NVLAP to perform TEM analysis of asbestos in air samples, and has been found to be proficient in the €PA water proficiency program. 
Accreditation or proficiency does not imply endorsement by the €PA, any other United States governmental agency or any private agency or 
assoclatlon. Each lab analysis refers only to the sample tested, and may not, due to the sampllng process, be representative of the material sampled. 
This report may not be reproduced except In full, without the approval of Flberquant Analytical Services. 

Some results may have been calculated using client supplled data, such as volume or area sampled, for which Fiberquant assumes no liabillty for accuracy. 

Samples are analyzed using the protocols given In EPA method 100.1, as amended by the 1993 EPA guidence. Samples should be un-preserved 

The method was designed to determine EPA drinking water compliance. The standard for drinking water Is e7 MFL as measured by this method. 

Overall, the coefficient of variation can be expected to be approximately 0.5 for analyses in which >20 asbestos fibers have been counted, ranging 

The analysis was performed under an ongoing quality assurance program which includes: Lab blanks, prepared with each set of samples, and 

Job Analysis Notes: 
High levels of particulate material in the water did not  permit analysis to the desired sensitivity of 0.2 million fibers per liter 
(MFL). 

Sampled: 2/7/2006 9:30 By: Ryan Foster 
Recelved: 2/8/2006 1437 

Filtered: 2/8/2006 17:OO 

Analyzed: 2/15/2006 12:12 
~~~~ ~ 

Phone: 602-276-61 39 1-800-743-2687 FAX: 602-276-4558 5025 S. 33rd Street Phoenix, Arizona 85040-2816 

Page 1 of 3 Fiberquant, Inc. 



I 
Analysis Results: 

I Lab Number I ClientNumber I Date I Condition 1 I FilteredVol(ml) I #GOs I GOArea 1 I MFL I AsbestosType I Sensitivity (MFL) I - 
I JobNumber: I 200600923 

Analyst: UWE ,. STEIMLE Printed: 15-Feb-06 

Original Print Date: 15-Feb-06 

L a  

Y 
rry S. P i e d  Approved Accreditation Signatory 

5025 S. 33rd Street Phoenix, Arizona 85040-28 16 Phone: 602-276-6139 1-800-743-2687 FAX: 602-276-4558 

Page 2 of 3 Fiberquant, Inc. 



1 JobNumber: 1 200600923 1 

TEM magnification. date of last. 
TEM camera constant. date of last. 
EDS performance check (k-factors, resolution, low-e perf.). date of last. 

1 1 QAReport: JobNumber: I 200600923 1 

12:OO:OO AM 
12:OO:OO AM 
12:OO:OO AM 

TEM stage driff, minimum beam size. date of last. 12:OO:OO AM 

12. Blanks (1125 samples required) 12 not required this job str~rnrni! I 

4. Analyst Performance 
NVLAP proficiency testing I A current - 

verification of diffraction aattern identifications. cum. correct 100.0 

5025 S. 33rd Street Phoenix, Arizona 85040-2816 Phone: 602-276-6139 1-800-743-2687 FAX: 602-276-4558 
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